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PROPOSED CODE CHANGE (Check One)

Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

Change Section P2503.5.2, Iltem number 2, first paragraph as follows: 2. Gas tightness. When

required by the local administrative-authority ordinance, a final test for gas tightness of
the DWV system shall be made by the smoke or peppermint test as follows:

REASON

This proposal brings forward the current amendment that recognizes that a local ordinance is
needed to enforce a gas tightness test.

Fiscal impact: no increase to the cost of construction, current amendment language.

REVIEW RECOMMENDATION

Approve

Disapprove

Approve as amended
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